Abstract: Cooling load in highly glazed residential building can be excessively large due to uncontrolled solar energy entering the indoor space. This study focuses on the cooling load reduction and changes in the daylighting properties via the application of a double window system (DWS) with shading with various surface reflectivities in highly glazed residential buildings. Evaluation of thermal and daylighting performances is carried out using simulation tools. The reductions in cooling load and energy cost through the use of DWS are evaluated through a comparative simulation considering conventional windows: a single window and a double window. Three variables of window types, natural ventilation, and shading reflectivity are reflected in the study. According to our results, implementation of DWS reduced cooling load by 43%-61%. Electricity cost during the cooling period was reduced by a maximum of 24%. However, a shading device setting that prioritizes effective cooling load reduction can greatly decrease the daylighting factor and luminance level of indoor space. A DWS implementing shading device with highly reflective at all surfaces is appropriate option for the more comfortable thermal and visual environment, while a shading device with low reflectivity at rear of the surface can contribute an additional 4% cooling load reduction.
Introduction
The form and construction of facade systems have a strong influence on both the energy consumption of a building and the comfort level of its occupants. A double window system (DWS) is an energy-efficient envelope system in which a cavity is placed between the inner and outer layers to provide natural ventilation, solar radiation control, and enhanced insulation [1] [2] [3] [4] [5] [6] [7] . The DWS is a box-type double-skin facade that is also effective in reducing heating and cooling energy consumption [8] [9] [10] [11] . In addition, buildings with double-skin facades offer better thermal comfort in the winter and lower thermal amplitude during the summer [10] . Compared to single-skin facades, the double-skin facades used in South Korea reduce energy consumption during the hot and temperate seasons without any additional energy input. During the cold season, they require proper operation of their shading and natural ventilation devices to successfully reduce energy consumption [12, 13] . The operation of the double-skin facade can influence the energy performance of the buildings [14] . The greenhouse effect in the cavity in the east and west facades may increase heat stress to the internal space, thus, appropriate natural ventilation control is required [15] . The results of previous investigations indicate that the application of natural cooling strategies is important in buildings with double skins [12] [13] [14] [15] [16] .
The climate in Korea is characterized by hot, humid summers and cold, dry winters. Such a climate pattern results in drastic variations in heating and cooling energy consumption. Generally, in residential buildings, the winter heating load has always outweighed the summer cooling load. Nowadays, however, the increase in the cooling load in high-rise residential buildings with highly glazed curtain wall systems is becoming a major problem. The conventional curtain wall systems, which are often adopted for highly glazed residential buildings, have only small operable windows to provide natural ventilation [17] . In addition, the internal shading devices that are usually provided, regardless of the type of building, present many difficulties related to solar radiation control. Together, these two factors contribute to the increased cooling energy consumption of highly glazed residential buildings. Consequently, there is a greater demand for cooling in the summer, leading to higher electricity costs with a graduated tariff system. On the other hand, double-skin facades are equipped with various shading devices in the inter-cavity for solar protection [18, 19] and to improve the visual environment and reduce the cooling energy [20] [21] [22] . The reduction of solar radiation entering the indoor space may contribute to cooling load reduction, but daylighting performance can be degraded. To satisfy the requirement of cooling load reduction and a comfortable daylighting environment, selection of an appropriate shading device should be considered.
This study focuses on the cooling load reduction effect and daylighting performance of the DWS with a shading device that has selective surface reflectivity that operates a cooling energy reduction focused mode in highly glazed residential buildings. To evaluate the performance of the DWS, a comparative energy simulation is performed. Single window (SW) and double window (DW) systems are selected as the conventional window systems.
Method
Research was performed in the following sequence of steps: establishing a base model with an SW, validation of simulation with actual energy consumption data, a comparative study on energy consumption, and finally daylighting analysis. An energy simulation was performed using the ESP-r energy simulation tool. To confirm the feasibility of the simulation results, a baseline model was established. The base model reflects the thermal properties of existing highly glazed residential buildings. The simulated energy consumption of the base model was compared with the actual monthly energy consumption data of the target building. The comparative study focused on reductions in cooling energy consumption and electricity cost resulting from the application of the DWS, with variations in the ventilation mode and shading surface reflectivity.
The evaluation of the daylighting performance by the DWS and shading device uses the daylighting factor (DF), illumination distribution, useful daylight index (UDI) and absolute glare of the indoor space. The DF is represented by the ratio of the illumination level of a specific indoor point and the outdoor horizontal illumination level. Illumination distributions by each window and shading device at the summer solstice are also compared. UDI represents the usefulness of the daylight. It uses three illumination range: 0-100 lx, 100-2000 lx and over 2000 lx. Absolute glare is determined by the luminance value of the light source. The luminance values needs to be kept below 1000 cd/m 2 in the normal visual field and maintained below 2000 cd/m 2 according to Swedish National Board for Industrial and Technical Development (NUTEK) guideline [23] .
Recently, simulation tools are being considered useful for daylighting analysis. Daylighting simulation is also performed to evaluate the indoor visual environment. For the analysis of the daylighting performance by the DWS and the shading device with various reflectivities, the Radiance program is used. Radiance is a daylighting simulation program that uses the ray-tracing method and operates as a plug-in of Ecotect [24, 25] . DF and absolute glare are evaluated by radiance. Daysim is also available as a plug-in of Ecotect, and used for the UDI evaluation. Ecotect has been used for simulation modeling and visualization. The daylighting factor and the illuminance of the living room are evaluated using these programs.
Window System
A DWS is a box-type double-skin facade unit with an intermediate cavity and shading. Figure 1 illustrates a basic DWS unit and Figure 2 shows conventional window units. An SW forms part of a conventional curtain wall system that uses outward-opening windows, a pair of tinted glass panes, and an internal shading device. Tinted glass is generally adopted to reduce solar heat transmission in highly glazed buildings. Tinted glass in an SW unit reduces solar transmission but absorbs large amounts of solar energy that is subsequently transferred back to the indoor space via convection and long-wave radiation. Some of the transmitted solar radiation is reflected by the internal shading device. However, the high absorption of the glazing system recaptures the reflected solar radiation, thus, reducing the efficacy of the shading device. SW units are designed to provide natural ventilation. However, they allow a small amount of airflow through the restricted operable area. A conventional DW consists of two double-paned windows and an internal shading device. This type of window system is widely used in Korea to increase the thermal resistance of building skins and, therefore, reduce heat loss and the risk of condensation during the heating season. In highly glazed buildings using curtain wall systems, an additional sliding internal window system can be installed by the occupants to form a DW. The DWS consists of two double-paned windows and a shading device in the intermediate space between the external and internal windows. The external curtain wall system has an outward-opening window that can regulate natural ventilation, and the shading provides better solar control in the intermediate space.
Coloring can be used to control surface reflectivity, as well as shading devices made of aluminum slats. In this study, two types of shading devices are considered: a shading device with high reflectivity (84%) on both surfaces, and a shading device with a highly reflective (84%) surface outward and a low reflective (10%) surface inward. The shading device with different surface reflectivities is intended to absorb solar energy and exhaust the heat energy via cavity ventilation. This approach decreases the amount of solar radiation ultimately entering the room. The external window and the shading device of a DWS act like a barrier that protects the internal window system against the hot outdoor environment during the cooling season. The DWS considered in this investigation adopts an external "parallel-out" window, whereby the entire window opens parallel to the facade, and there is an internal window that tilts and turns to open. The external window permits the maximum possible airflow, and the internal window can be used to regulate the airflow. In a DWS, shading devices are installed in the intermediate cavity between the external and internal windows. Solar radiation is blocked by the shading device, and any heat absorbed by the shade can be exhausted outdoors by ventilating the cavity space. 
Baseline Model for Energy Simulation

Target Building
The comparative study used a case study that evaluated cooling load reduction through the use of the DWS. As the base model, a residential building in Seoul with a highly glazed facade system was selected (shown in Figure 3 ). This building adopts a curtain wall system with tinted glass and small operable windows, as depicted in Figure 4 . In addition, internal shading devices are used for solar control. Package air-conditioning (PAC) systems are used to cool individual residences. The building's floor plan makes cross-ventilation impractical. These features result in poorer natural ventilation performance than in conventional residential buildings in which cross-ventilation is possible. Regarding the window system of the target building, one or two outward-opening windows, each measuring 0.84 m × 1.7 m, are installed in each room. In a typical residential building, a sliding-window system is installed in the living room to provide ample amount of ventilation for the indoor space. In this building, however, the outward-opening windows provide relatively limited natural ventilation. The original floor plan of the target building features balconies in the perimeter zone. Many occupants, however, removed this space in order to increase the indoor living area. This type of renovation, in which the thermal buffer is removed, often results in the building consuming more energy for cooling and heating. To examine a worst-case energy consumption scenario, a residential unit without a balcony is selected as the base model for energy analysis and further visual analysis. 
Simulation Modeling
To establish a base model for the comparative study, we performed an energy analysis on the target residential unit by using the ESP-r energy simulation package. Figure 5 illustrates the simulation model. An energy simulation was performed using the actual thermal properties of the construction used in the target building. Tables 1 and 2 list the thermal properties of the wall construction and glazing system used in the simulation. Tinted glass panes are used in the window system. An internal horizontal-shading device, set at an angle of 45°, was used during the entire cooling period (May to October). Cooling was provided solely by a PAC system. No natural ventilation was allowed, but a minimum amount of ventilation of 0.7 ACH was provided by a mechanical ventilator. The evaluated cooling load of target unit was converted to end-use energy by Equation (1). The heating energy was provided by a district heat supplier with a 5% heat loss. The cooling device's coefficient of performance (COP) was set to 3. The climate data used are the default data from Seoul supplied by the ESP-r simulation tool. Figure 6 illustrates the internal heat-gain profile.
Monthly cooling energy simulation =
Cooling load (1) 
Results
In this section, the simulated energy consumption and the actual energy consumption are compared. Actual energy consumption data were obtained from the energy supplier. The energy consumption of the target residential unit is not available, and the averaged energy consumption of the entire residence was used. In addition, cooling energy consumption (electricity) is calculated by Equation (2). The monthly base energy consumption refers to the monthly minimum electricity consumption used for lighting and plug load.
Monthly cooling energy measued
= monthly consumption − monthly base consumption (2) Figure 7 and Table 3 provide validation of the results, comparing the actual and simulated energy consumption. The pattern of simulated results is in good agreement with the actual energy consumption data, despite the degree of uncertainty in using bulk-type energy consumption data and the difficulties in fine-tuning the simulation model. 
Energy Simulations
Simulation Cases
A comparison of the energy performance of the DWS and conventional windows was performed via an energy simulation. Variations in window type, natural ventilation, and surface reflectivity of the shading device installed in the DWS were considered. Tables 4 and 5 list the detailed thermal properties of the glazing system, together with the simulation cases. Figure 8 illustrates the DWS implemented simulation model. The SW and DW implemented model used the geometry of the baseline simulation model shown in Figure 5 . An SW system was originally adopted for the target residential building. An SW system is a conventional curtain wall system with a low thermal resistance, whereby the U-factor of the window is generally determined by its aluminum frame. A DW system with a two-layer window arrangement and an internal shading device was also considered as a conventional window system. DW 
kWh Month systems often use PVC frames and low-E glass for the panes of the internal window to increase thermal resistance. The DWS is proposed as an alternative window system. A DWS is a double-layer window system integrated into a curtain wall. An aluminum frame is used throughout the system, and low-E glass panes are used for the internal window system in order to compensate for the low thermal resistance of the aluminum frame. To evaluate the effect that the reflectivity of the shading device integrated into the DWS has on the cooling load, different simulation cases were incorporated into the overall simulation. DWS-1 adopts a shading device with a high reflectivity (84%) on both of its surfaces. DWS-2, on the other hand, has a shading device whereby the reflectivity of the surface facing outward is high (84%) and that of the inward surface is low (10%). The shading devices were all of the horizontal type and set at an angle of 45°. The shading device was used constantly during the entire cooling period (May to October). The shading device modeling method was based on the complex fenestration construction model of ESP-r [26] . The entire airflow network was modeled for the cavity of the DWS and every room in the target building to evaluate the performance of natural ventilation. An AFN model that reflects the geometric properties of the window systems is established. The airflow model adopted the standard orifice model. This model is expressed by Equation (3), Table 5 shows the operable areas of window systems. SW and DW have identical operable area. Operable area of internal window can be controlled by the occupants in consideration of the indoor and outdoor air temperatures.
Q: Mass flow (kg/s); Cd: Discharge coefficient; ρ: Fluid density; A: Area of opening. 
Natural Ventilation Strategy
Natural ventilation is an important factor in reducing the amount of energy needed for cooling, such that a suitable ventilation strategy is established [12] [13] [14] [15] [16] . During cooling period, especially in hot-humid region, elevated air movement and sufficient natural air change rate can be desirable to ensure indoor thermal comfort by natural ventilation [27, 28] . At the same time, excessively high indoor airflow speeds must be prevented when the outdoor wind is strong. To establish a natural ventilation strategy for the DWS, three major factors were considered: wind speed, window control according to the indoor/outdoor temperature, and window closing when natural ventilation is not sufficient to provide an acceptable level of comfort. With regard to the outdoor wind speed, when it is appropriate for natural ventilation, an internal window can be partially opened (appropriate ventilation mode) or fully opened (maximum ventilation mode). It is assumed that basically the window is fully opened, and the partially opened mode is actuated when the outdoor wind speed reaches 4 m/s. The external and internal windows are closed when the outdoor wind speed reaches 6 m/s [29] . If natural ventilation is not possible, the internal window is closed and the minimum ventilation mode, using a mechanical ventilator, is enabled. In addition, window operation based on the indoor and outdoor temperatures is considered. A comfortable indoor temperature is assumed to be between 20 and 26 °C. As part for DWS, when the outdoor temperature is between 15 and 20 °C, that is, slightly cooler than the comfortable indoor temperature range, the appropriate ventilation mode is implemented. On the other hand, when the outdoor temperature is in the range of 20-25 °C, maximum ventilation is implemented. If the outdoor temperature is too cold (<15 °C) or too hot (>25 °C), natural ventilation is stopped by closing external and internal windows and minimum ventilation is implemented. Therefore, in addition to the window operation by 20 by changing window opening status. If the indoor temperature exceeds 26 °C during the maximum ventilation mode or decreases to 20 °C below, natural ventilation is stopped and minimum ventilation is performed. To enable this operation, the highest or lowest room temperature among the room temperatures of the residential unit is used as the representative room temperature that determines window condition. Figure 9 depicts the conceptual natural ventilation strategy and window operation modes of DWS. Figure 10 show the window settings and natural ventilation patterns of all window systems used in the study. The operable areas of SW and DW are not controllable. The operable areas of these two systems maintained to 0.62 m 2 natural ventilation periods when outdoor temperature is in the range of 15-25 °C and indoor temperature is in the range of 20-26 °C. Figure 11 illustrates the natural ventilation pattern in a residential unit. Doors between the rooms act like a passages for the natural ventilation. Tables 6 and 7 list the calculated cooling energy consumptions. The DW provides a limited cooling load reduction effect of about 7%-17% in comparison with a conventional SW. However, the DWS exhibits a better cooling load reduction performance. When the DWS is implemented, the cooling load is reduced by 39%-43% in the minimum ventilation mode, and by 57%-61% in the natural ventilation mode. These results demonstrate the effectiveness of DWS with regard to cooling load reduction in highly glazed residential buildings. When the natural ventilation is implemented to SW, DW, DWS-1 and DWS-2, cooling loads were reduced by 36%, 44%, 55% and 56%, respectively. The efficiency of the natural ventilation increased as the SW changed to DW and DWSs. According to the simulation results, the implementation of an absorptive rear surface of the shading device in the DWS further reduces the required amount of cooling energy slightly. This approach realized a further 4% cooling load reduction in both the minimum and natural ventilation modes. Table 8 shows that the total number of hours in which cooling load occurred are reduced if natural ventilation is incorporated within the control pattern. The averaged natural ventilation rates of indoor space in ACH are demonstrated in Table 9 . The operation of the window system in energy simulation is performed optimally and the effects of appropriate and maximum ventilation modes of DWS are hard to figure out. The data of Table 9 the natural ventilation rate changed properly in the energy simulation to exhaust the excessive internal heat and maintain indoor temperature within a comfort range. Three times higher natural ventilation rates are required during the maximum natural ventilation mode than the natural ventilation rates during the minimum ventilation mode. These values are 18.1-19.3 times higher than the minimum ventilation rate performed by mechanical ventilator. Pasquay shows the natural ventilation rate of Siemens building and RWE tower with DSF as 2-6 ACH and 2-12 ACH, respectively [30] . The natural ventilation rate of Siemens building is determined in the condition of tilted window (inward) without cross ventilation. This is the same condition of internal window of DWS. Considering the results of the previous study, it is turned out that the natural ventilation rates of this study covers from lower value to slightly higher value by the window control. The results show explicitly the usefulness of natural ventilation in cooling load reduction and improvement of its effectiveness with the DWS. Figure 12 and Table 10 present the heat transfer pattern and the net heat gain of indoor space through a window system incorporating shading devices during the entire cooling period. When the DWS is applied, all types of heat transmission are reduced. In particular, radiant and convective heat transmissions are significantly reduced. Solar transmitted relates to the glazing property and shading device. The DWS has a shading device in the cavity space that reflects the solar radiation and relieves the heat stress at the inner window system. This behavior reduces heat transfer into the indoor space by natural convection and radiation. When the absorptive rear surface of the shading device in the DWS is implemented, solar transmission is reduced further, whereas other heat transmission is slightly increased. 
Results and Discussion
Cooling Loads
Electricity Cost
Electricity energy costs are evaluated based upon the cooling-load results. The calculated cooling load is inverted to electrical energy by using the COP of the PAC. The COP of the PAC is assumed to 3.0. Monthly electricity consumption is obtained by adding the calculated cooling energy and the measured monthly base electricity consumption of the target building, 583 kWh. The calculation method is stated in Equation (4), and the estimated monthly electricity consumption is described in Table 12 . Electricity cost is derived from the pricing method of the Korean Electric Power Corporation [31] , which is the electricity supplier in Korea. Tables 11 and 12 show the monthly estimated electricity consumption and energy costs during the cooling period from May to October. Electricity cost reduction is brought about via the application of the DWS instead of an SW. About 20%-24% of electricity cost is reduced by the implementation of the DWS. The DW exhibits limited effects of 3%-7% in electricity cost reduction.
Monthly electricity consumption =
Cooling load + ℎ (4) 
Daylight Simulations
Daylighting Simulation Overview
The daylighting factor (DF) and illuminance distributions of the living room, with each window with and without the shading device being implemented, are evaluated. The resolution of the sensor grid for illuminance evaluation is set to 0.2 × 0.2 m. The height of the sensor grid is set to 0.7 m above the floor. The living room is divided into three parts: a perimeter zone (~3.6 m from window), a middle zone (3.6-7.2 m from window), and an internal zone (7.2-14.2 m from window). The depth of the perimeter zone and the middle zone is 1.5 times higher than the room height from floor to ceiling. Figure 13 illustrates the sensor grid image and the three zones of the living room. The target space material is represented in Table 13 . DF is calculated under an overcast sky. Table 14 describes the evaluated daylighting factor. The DF in the living room is very low when the shading device is implemented in DW and DWS. The ratios of the sensor grid when the DF exceeds 2 are only 0.8%, 0%, and 0% for DW, DWS-1, and DWS-2, respectively, with a shading device. In this study, the shading device is set to 45° to reflect solar radiation outward effectively in order to reduce the cooling load increase due to the excessive solar heat gain. The results of the DF simulation show that double-layered window systems, such as DW and DWS, may result in an inappropriate visual environment during the cooling period with this kind of shading device setting. The DF does not reflect the effects due to location, building orientation [32] , and indoor illuminance level on the summer solstice (these effects were evaluated separately). Figures 14 and 15 illustrate the illuminance distributions in the living room without and with a shading device, respectively, on the summer solstice. In addition, the average illuminance level of each indoor zone is described in Table 15 . It turns out that daylight does not affect the level of illuminance of the internal zone. The illuminance levels of the three cases without a shading device at this zone were maintained below 100 lx. In this condition, abundant daylight existed in the perimeter zone and the middle zone. The average illuminance levels of these zones exceed 200 lx. In particular, there is an excessive amount of daylight in the perimeter zone implementing a SW without a shading device, and the average illuminance of this zone reaches 2293 lx. Implementation of DW or DWS reduces the excessive illuminance level of the perimeter zone while maintaining the illuminance level of the middle zone at a satisfactory level for the occupants. The implementation of a tilted shading device set to 45° reduced the indoor illuminance level significantly. When the shading device with a high reflectivity of 84% at both surfaces is implemented in a SW, DW, and DWS, the illuminance level of the perimeter zone is reduced by 75.7%, 72.7%, and 71.9%, respectively. Under these conditions, the average illuminance level of each perimeter zone was maintained over 200 lx. However, the illuminance levels at the middle zone and the internal zone are below 100 lx and may result in an inappropriate visual environment. According to the simulation results, DW and DWS with the same shading conditions do not show a significant difference with respect to illuminance level. The shading device with a low reflective surface facing the indoor space resulted in a drastically reduced illuminance level. The illuminance levels of all zones are under 200 lx and can cause visual discomfort for occupants. As with the illuminance distribution of windows without a shading device, the internal zone is thought to be inappropriate for daylighting, and the availability of natural lighting in the perimeter zone and the middle zone is considerable. If occupants tilt all reflective shading devices to 45° to reduce the effective cooling load, daylighting availability is restricted in the middle zone at first. Even though DWS shows the lowest illuminance level, the illuminance level at the perimeter zone is acceptable in this condition. However, a reduction in reflectivity of the internal surface of the shading device results in an undesirable visual environment. This kind of application can be used for maximum cooling load reduction when the crucial activities of the occupants do not occur or the occupants are absent. Considering the simulation results, the DWS with a reflective shading device at all surfaces is more appropriate for effective cooling load reduction and visual comfort. 
Useful Daylight Index (UDI)
UDI indicates the annual occurrence of illuminance level useful to occupants. It can be evaluate as useful daylight, when the illuminance levels are between 100 and 2000 lx. Table 16 shows the UDI values evaluated by DAYSIM and ECOTECT. According to the simulation results, UDI <100 is 100% in every case. These results show that the target space with deep floor plan is under-lit space regardless of window system types and their shading device settings. Assessment on the absolute glare used the NUTEK guideline. Detailed threshold values are described in Table 17 . Figure 16 illustrates the absolute glare distribution around each window system. Without shading device, there is much light that exceeds 2000 cd/m 2 at the surface of SW and adjacent walls, ceiling and floor. Thus, high probability of glare is predicted. In this situation, implementation of DW and DWS can slightly mitigate the luminance level at the window surface and adjacent surfaces. However, the luminance values at large area of window glazing surface still exceeds 1000 cd/m 2 and the risk of glare remains. On the other hand, tilted shading device that can reflect solar ray outwardly reduces luminance level drastically. Shading device implemented to SW with reflective surfaces at front side and rear side of slats maintained luminance level of lighting source at preferable or slightly bright condition. When this shading device is implemented to DW and DWS, luminance levels meet preferable condition. The implementation of shading device with asymmetric reflectance decreased the luminance level of glazing surface to unacceptably dark status in all window types. These results support the application of shading device with high reflectivity at all surface is more appropriate for the comfortable visual environment in the target space. The rendered images and sampled luminance levels are depicted in Figure 17 . 
Conclusions
This study evaluated the cooling energy reduction and visual environment brought about by the implementation of a DWS in a highly glazed residential building. An energy simulation model was verified via a comparison with measured data and actual energy consumption data. A comparative case study was undertaken to investigate the performance of the DWS. Visual environment is evaluated by using simulation tools: Radiance, Daysim and Ecotect. The major results can be summarized as follows:
(1) According to our results, a cooling load reduction can be achieved by adopting the DWS. This reduction ranges from 43% to 61%. Regardless of the implementation of natural ventilation, the DWS offers a better performance than conventional windows. With natural ventilation, the performance of the DWS can be maximized. (2) The convective and radiant heat reductions were the most critical factors affecting the reduction of the cooling load via the application of the DWS. (3) An increase in the solar absorption by the rear surface of the shading device can reduce the cooling load by approximately 4%. This option could be considered when the cooling load has to be reduced to the lowest possible level. (4) Electricity cost during the cooling period can be significantly reduced by about 20%-24% by replacing conventional SWs with a DWS. (5) A shading device setting that prioritizes effective cooling load reduction can greatly decrease the DF and the glare risk of the indoor space. Especially, implementation of a shading device with low reflectivity at rear surface can result in undesirable low luminance level and illuminance level at indoor space. (6) A DWS implementing shading device with highly reflective at all surfaces is appropriate option for the better thermal and visual environment, while shading device with low reflectivity at the rear surface can contribute an additional 4% cooling load reduction.
In terms of cooling energy reduction, electricity cost reduction, visual comfort and appropriate settings of the shading device of a DWS in highly glazed residential buildings in Korea are identified in this study.
